Asbestos Register

School: Boggabilla Campus
School Code: 6500
Region: New England
State Electorate: Barwon
Local Government Area: Moree Plains

Register Issue Date: Thursday, 26 Mar 2015
6500 Boggabilla Campus

<table>
<thead>
<tr>
<th>Product</th>
<th>Material Description</th>
<th>Sample No</th>
<th>Test Result</th>
<th>Extent</th>
<th>Location Reference</th>
<th>Material Condition</th>
<th>Risk Status</th>
<th>Control Priority</th>
</tr>
</thead>
<tbody>
<tr>
<td>AS - Tafe College - 1992 - Steel Framed</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**Exterior**

- No Asbestos

**Interior**

- G.1 - School Utilised (14.91 m²)
  - No Asbestos
- G.10 - School Utilised (12.24 m²)
  - No Asbestos
- G.11 - Circulation (16.32 m²)
  - No Asbestos
- G.12 - Foyer (61.61 m²)
  - No Asbestos
- G.13 - Toilet - Staff (3.82 m²)
  - No Asbestos
- G.14 - Toilet - Staff (3.99 m²)
  - No Asbestos
- G.15 - Multipurpose Room (62.54 m²)
  - No Asbestos
- G.16 - School Utilised (12.25 m²)
  - No Asbestos
- G.17 - External Covered Movement Area (9.3 m²)
  - No Asbestos
<table>
<thead>
<tr>
<th>Product</th>
<th>Material Description</th>
<th>Sample No</th>
<th>Test Result</th>
<th>Extent</th>
<th>Location Reference</th>
<th>Material Condition</th>
<th>Risk Status</th>
<th>Control Priority</th>
</tr>
</thead>
<tbody>
<tr>
<td>G.18 - Office - Type 1 (16.71 m2)</td>
<td></td>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>G.19 - Circulation (5.31 m2)</td>
<td></td>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>G.2 - External Covered Movement Area (9.35 m2)</td>
<td></td>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>G.20 - Office - Type 1 (16.13 m2)</td>
<td></td>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>G.21 - Office - Administrative (47.94 m2)</td>
<td></td>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>G.22 - Store - Administrative (11.1 m2)</td>
<td></td>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>G.23 - Printing (14.96 m2)</td>
<td></td>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>G.24 - School Utilised (11.04 m2)</td>
<td></td>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>G.25 - School Utilised (17.89 m2)</td>
<td></td>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>G.3 - School Utilised (11.97 m2)</td>
<td></td>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>G.4 - School Utilised (3.81 m2)</td>
<td></td>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>G.5 - School Utilised (3.91 m2)</td>
<td></td>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>G.6 - School Utilised (3.34 m2)</td>
<td></td>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>G.7 - External Covered Movement Area (22.18 m2)</td>
<td></td>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>G.8 - School Utilised (7.91 m2)</td>
<td></td>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Product</td>
<td>Material Description</td>
<td>Sample No</td>
<td>Test Result</td>
<td>Extent</td>
<td>Location Reference</td>
<td>Material Condition</td>
<td>Risk Status</td>
<td>Control Priority</td>
</tr>
<tr>
<td>---------</td>
<td>----------------------</td>
<td>-----------</td>
<td>-------------</td>
<td>--------</td>
<td>--------------------</td>
<td>--------------------</td>
<td>-------------</td>
<td>-----------------</td>
</tr>
<tr>
<td>No Asbestos</td>
<td>G.9 - School Utilised (3.85 m2)</td>
<td>No Asbestos</td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

Register Issue Date: Thursday, 26 Mar 2015
### B - Block B - 1989 - Steel Framed

#### Exterior
- Ceiling Voids: No Asbestos Found
- Underfloor Voids: No Asbestos Found

#### Interior

**G.1 - General Purpose Workshop (105.63 m²)**
- No Asbestos

**G.10 - Circulation (40.63 m²)**
- Vinyl Tiles (Under Floor Covering/Carpet): No Asbestos Found

**G.2 - Store - Administrative (18.32 m²)**
- No Asbestos

**G.4 - Computer Software Applications General (47.15 m²)**
- Vinyl Tiles (Under Floor Covering/Carpet): No Asbestos Found

**G.5 - Seminar Room (21.18 m²)**
- Vinyl Tiles (Under Floor Covering/Carpet): No Asbestos Found

**G.51 - Plant Room (0.6 m²)**
- No Asbestos

**G.52 - Plant Room (0.96 m²)**
- No Asbestos

**G.53 - Vacant (0.58 m²)**
- Vinyl Tiles (Under Floor Covering/Carpet): No Asbestos Found

**G.54 - External Covered Movement Area (19.63 m²)**
- No Asbestos

**G.6 - Toilet - Staff (3.2 m²)**
- No Asbestos

**G.8 - Office - Educational (31.13 m²)**
- No Asbestos
### Product

<table>
<thead>
<tr>
<th>Material Description</th>
<th>Sample No</th>
<th>Test Result</th>
<th>Extent</th>
<th>Location Reference</th>
<th>Material Condition</th>
<th>Risk Status</th>
<th>Control Priority</th>
</tr>
</thead>
<tbody>
<tr>
<td>Vinyl Tiles (Under Floor Covering/Carpet)</td>
<td>No Asbestos Found</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

#### G.9 - Store - Administrative (11.41 m2)

No Asbestos
## C - Block C - 1989 - Steel Framed

### Exterior

- Ceiling Voids: No Asbestos Found
- Underfloor Voids: No Asbestos Found

### Interior

#### G.1 - Store - Administrative (66.74 m²)
- No Asbestos

#### G.2 - Welding (155.94 m²)
- No Asbestos

#### G.3 - Store-Maintenance (29.09 m²)
- No Asbestos

#### G.4 - Seminar Room (39.75 m²)
- Vinyl Tiles (Under Floor Covering/Carpet): No Asbestos Found

#### G.5 - Toilet - Male (14.76 m²)
- No Asbestos

#### G.50 - Plant Room (0.61 m²)
- No Asbestos

#### G.51 - Plant Room (1.71 m²)
- No Asbestos

#### G.52 - Store - Administrative (0.59 m²)
- Vinyl Tiles (Under Floor Covering/Carpet): No Asbestos Found

#### G.53 - External Covered Movement Area (50.45 m²)
- No Asbestos

#### G.54 - Store - Hazardous Materials (5.31 m²)
- No Asbestos

#### G.6 - Toilet - Female (14.69 m²)
- No Asbestos
<table>
<thead>
<tr>
<th>Product</th>
<th>Material Description</th>
<th>Sample No</th>
<th>Test Result</th>
<th>Extent</th>
<th>Location Reference</th>
<th>Material Condition</th>
<th>Risk Status</th>
<th>Control Priority</th>
</tr>
</thead>
<tbody>
<tr>
<td>G.7 - Toilet - Disabled (4.17 m2)</td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>G.8 - Student Amenity (63.35 m2)</td>
<td>Vinyl Tiles (Under Floor Covering/Carpet) No Asbestos Found</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
### 6500  Boggabilla Campus

#### D - Block D - 1989 - Steel Framed

### Exterior

- Ceiling Voids: No Asbestos Found
- Underfloor Voids: No Asbestos Found

### Interior

**G.1 - Fashion Practical Training Area (105.57 m²)**
- No Asbestos

**G.10 - Lecture Room (48.74 m²)**
- Vinyl Tiles (Under Floor Covering/Carpet): No Asbestos Found

**G.1A - Circulation (6.31 m²)**
- Vinyl Tiles (Under Floor Covering/Carpet): No Asbestos Found

**G.2 - Store - Administrative (6.96 m²)**
- No Asbestos

**G.3 - Store - Administrative (18.63 m²)**
- No Asbestos

**G.4 - Store - Administrative (2.28 m²)**
- No Asbestos

**G.5 - Preparation Room (21.0 m²)**
- Vinyl Tiles (Under Floor Covering/Carpet): No Asbestos Found

**G.50 - Plant Room (1.28 m²)**
- No Asbestos

**G.51 - Plant Room (0.61 m²)**
- No Asbestos

**G.52 - External Covered Movement Area (39.62 m²)**
- No Asbestos

**G.8 - Office - Student Services (21.67 m²)**
<table>
<thead>
<tr>
<th>Product</th>
<th>Material Description</th>
<th>Sample No</th>
<th>Test Result</th>
<th>Extent</th>
<th>Location Reference</th>
<th>Material Condition</th>
<th>Risk Status</th>
<th>Control Priority</th>
</tr>
</thead>
<tbody>
<tr>
<td>Vinyl Tiles (Under Floor Covering/Carpet)</td>
<td>No Asbestos Found</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>G.9 - Circulation (30.53 m2)</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Vinyl Tiles (Under Floor Covering/Carpet)</td>
<td>No Asbestos Found</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
### F - Block F - 1999 - Metal Shed

#### Exterior

<table>
<thead>
<tr>
<th>Material Description</th>
<th>Test Result</th>
</tr>
</thead>
<tbody>
<tr>
<td>Ceiling Voids</td>
<td>No Asbestos Found</td>
</tr>
<tr>
<td>Underfloor Voids</td>
<td>No Asbestos Found</td>
</tr>
</tbody>
</table>

#### Interior

<table>
<thead>
<tr>
<th>Product</th>
<th>Material Description</th>
<th>Sample No</th>
<th>Test Result</th>
<th>Extent</th>
<th>Location Reference</th>
<th>Material Condition</th>
<th>Risk Status</th>
<th>Control Priority</th>
</tr>
</thead>
<tbody>
<tr>
<td>G.1 - Store - Administrative (83.14 m²)</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
## 6500  Boggabilla Campus

### G - Block G - 1999 - Metal Shed

#### Exterior

<table>
<thead>
<tr>
<th>Material Description</th>
<th>Test Result</th>
</tr>
</thead>
<tbody>
<tr>
<td>Ceiling Voids</td>
<td>No Asbestos Found</td>
</tr>
<tr>
<td>Underfloor Voids</td>
<td>No Asbestos Found</td>
</tr>
</tbody>
</table>

#### Interior

**G.1 - Store - Administrative (86.72 m²)**

No Asbestos
6500  Boggabilla Campus

<table>
<thead>
<tr>
<th>Product</th>
<th>Material Description</th>
<th>Sample No</th>
<th>Test Result</th>
<th>Extent</th>
<th>Location Reference</th>
<th>Material Condition</th>
<th>Risk Status</th>
<th>Control Priority</th>
</tr>
</thead>
</table>

**Demountables**

There are no Demountable(s) located at this school as per the AMS records as of 20 Mar 2015.
### Listing of Electronic Attachments as of 25/03/2015

There are no asbestos related file attachment(s) for this school.

<table>
<thead>
<tr>
<th>Product</th>
<th>Material Description</th>
<th>Sample No</th>
<th>Test Result</th>
<th>Extent</th>
<th>Location Reference</th>
<th>Material Condition</th>
<th>Risk Status</th>
<th>Control Priority</th>
</tr>
</thead>
<tbody>
<tr>
<td>6500</td>
<td>Boggabilla Campus</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

Register Issue Date: Thursday, 26 Mar 2015