# Asbestos Register (Hazardous Materials and Risk Assessment) for 0728 Canley Vale Tutorial Centre

**Initial Survey:** Noel Arnold & Associates  
**Wednesday, 23 Apr 2008**

**Register Issue Date:** Wednesday, 05 Feb 2014

## 0728 Canley Vale Tutorial Centre

<table>
<thead>
<tr>
<th>Product</th>
<th>Material Description</th>
<th>Sample No</th>
<th>Test Result</th>
<th>Extent</th>
<th>Location Reference</th>
<th>Material Condition</th>
<th>Risk Status</th>
<th>Control Priority</th>
</tr>
</thead>
</table>
| **B00S - Administration - 1900 - Masonry: 1905 - 1920**

### Exterior

**Eaves Linings**
- Flat AC Sheeting
- Assumed Asbestos
- 50m² Throughout
- Good Condition (1)
- Low (1)
- Low Priority (2-3)

**Wall Cladding**
- Flat AC Sheeting
- Assumed Asbestos
- 10m² South, Upper portion
- Good Condition (1)
- Low (1)
- Low Priority (2-3)

**In-fill-panel**
- Flat AC Sheeting
- 0728/B00S/In-fill-panel/S1
- No Asbestos Detected

**Electrical Backing Board**
- Resinous Board
- Assumed Asbestos
- 1m² East
- Good Condition (1)
- Low (1)
- Low Priority (2-3)

### Interior

**R0001 - Movement**
- No Asbestos

**R0002 - Staff Study**
- No Asbestos

**R0003 - Movement**
- No Asbestos

**R0004 - General Learning Space**
- No Asbestos

**R0005 - General Learning Space**
- No Asbestos

**R0006 - Commonroom**
- No Asbestos

**R0007 - General Learning Space**
- No Asbestos

**R0008 - General Learning Space**
- No Asbestos
<table>
<thead>
<tr>
<th>Product</th>
<th>Material Description</th>
<th>Sample No</th>
<th>Test Result</th>
<th>Extent</th>
<th>Location Reference</th>
<th>Material Condition</th>
<th>Risk Status</th>
<th>Control Priority</th>
</tr>
</thead>
<tbody>
<tr>
<td>R0009 - Staff Kitchen</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>R010 - Movement</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>R011 - Staff Shower</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>R012 - General Storeroom</td>
<td>Floor Coverings Res/Textile</td>
<td>0728/B00S/R0012/Floor Coverings Res/Textile/S4</td>
<td>Chrysotile (white asbestos)</td>
<td>3m²</td>
<td>Throughout</td>
<td>Good Condition (1)</td>
<td>Low (1)</td>
<td>Low Priority (2-3)</td>
</tr>
<tr>
<td>R013 - Laundry</td>
<td>Flue</td>
<td>Fibre Cement Pipe</td>
<td>0728/B00S/R0013/Flue/S3</td>
<td>Chrysotile (white asbestos)</td>
<td>2m²</td>
<td>North, East</td>
<td>Good Condition (1)</td>
<td>Low (1)</td>
</tr>
<tr>
<td></td>
<td>Wall Linings Internal</td>
<td>Flat AC Sheeting</td>
<td>0728/B00S/R0013/Wall Linings Internal/S2</td>
<td>Chrysotile (white asbestos)</td>
<td>8m²</td>
<td>East</td>
<td>Good Condition (1)</td>
<td>Low (1)</td>
</tr>
<tr>
<td>R014 - Staff Toilet</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>R015 - General Learning Space</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>R016 - Movement</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>R017 - General Storeroom</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
### Demountables

There are no Demountable(s) located at this school as per the AMS records as of 22 Jan 2014.

<table>
<thead>
<tr>
<th>Product</th>
<th>Material Description</th>
<th>Sample No</th>
<th>Test Result</th>
<th>Extent</th>
<th>Location Reference</th>
<th>Material Condition</th>
<th>Risk Status</th>
<th>Control Priority</th>
</tr>
</thead>
<tbody>
<tr>
<td>Canley Vale Tutorial Centre</td>
<td>Demountables</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
### Listing of Electronic Attachments as of 22/01/2014

There are no asbestos related file attachment(s) for this school.