Asbestos Register
(Hazardous Materials and Risk Assessment)

School: Cabramurra Public School (3928)
Region: Riverina
State Electorate: Albury
Local Government Area: Tumut

Register Issue Date: 03 - Dec - 2015

2015
<table>
<thead>
<tr>
<th>Sample No</th>
<th>Test Result</th>
</tr>
</thead>
<tbody>
<tr>
<td>3928 - Cabramurra Public School</td>
<td></td>
</tr>
</tbody>
</table>

**Product** | **Material Description** | **Extent** | **Location Reference** | **Material Condition** | **Risk Status** | **Control Priority** |
|-------------|--------------------------|------------|------------------------|------------------------|-----------------|---------------------|

**B00A - Administration/General Learning - 1975 - Brick/Block (PSFS: Cluster)**

### Exterior
- **Ceiling Voids**: Requires Inspection
- **Underfloor Voids**: Requires Inspection

### Interior

#### B00A - M9001 - Toilets - Girls (11.3 m²)
- **Incinerator**: Encapsulated Insulation material within unit
  - 1 Unit(s)
  - All surfaces
  - Friable Asbestos (5)
  - Low (1)
  - Low Priority (2-3)

#### B00A - M9002 - Toilets - Boys (10.19 m²)
- **Incinerator**: Encapsulated Insulation material within unit
  - 1 Unit(s)
  - All surfaces
  - Friable Asbestos (5)
  - Low (1)
  - Low Priority (2-3)

#### B00A - M9003 - Movement (4.76 m²)
- **No Asbestos**

#### B00A - R0001 - Movement (45.24 m²)
- **Wall Linings Internal**: Flat AC Sheetings
  - 3928/B00A/R0015/Wall Linings Internal/S3
  - No Asbestos Detected

#### B00A - R0002 - Movement (7.57 m²)
- **In-fill-panel**: Flat AC Sheetings
  - 3928/B00A/R0003/Ceiling Structures/Linings/S2
  - Good Condition (1)
  - Low (1)
  - Low Priority (2-3)

#### B00A - R0016 - Movement (1.63 m²)
- **Ceiling Structures/Linings**: Flat AC Sheetings
  - 3928/B00A/R0003/Ceiling Structures/Linings/S2
  - Good Condition (1)
  - Low (1)
  - Low Priority (2-3)

#### B00A - R0017 - Principal (13.05 m²)
- **No Asbestos**

#### B00A - R0020 - Practical Activities/Movement - 1hb (37.54 m²)
- **Recently Modified Space**: Requires Inspection

#### B00A - R0021 - Distribution Board (0.94 m²)
- **Recently Modified Space**: Requires Inspection

#### B00A - R0022 - Staff Toilet (2.99 m²)
- **Recently Modified Space**: Requires Inspection

#### B00A - R0023 - Movement (12.52 m²)
- **Recently Modified Space**: Requires Inspection

#### B00A - R0024 - Staff Room (25.23 m²)
- **Recently Modified Space**: Requires Inspection

#### B00A - R0025 - Home Base - P (51.42 m²)
- **Recently Modified Space**: Requires Inspection

#### B00A - R0026 - Staff Kitchen (13.37 m²)
- **Recently Modified Space**: Requires Inspection

#### B00A - R0027 - Entry Vestibule (6.72 m²)
- **Recently Modified Space**: Requires Inspection

#### B00A - R0028 - Practical Activities (13.93 m²)
- **Recently Modified Space**: Requires Inspection

#### B00A - R0029 - Home Base (54.32 m²)
- **Recently Modified Space**: Requires Inspection

Note: No inspection of live electrical installation.
<table>
<thead>
<tr>
<th>Sample No</th>
<th>Test Result</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>B00A - R9001</strong> - General Storeroom (29.06 m²)</td>
<td>No Asbestos</td>
</tr>
<tr>
<td><strong>B00A - R9002</strong> - Garden Store (10.63 m²)</td>
<td>No Asbestos</td>
</tr>
<tr>
<td><strong>B00A - R9003</strong> - Communal Space (100.9 m²)</td>
<td>No Asbestos</td>
</tr>
<tr>
<td><strong>B00A - R9004</strong> - Movement (9.84 m²)</td>
<td>No Asbestos</td>
</tr>
<tr>
<td><strong>B00A - R9005</strong> - Movement (6.93 m²)</td>
<td>No Asbestos</td>
</tr>
<tr>
<td><strong>B00A - R9006</strong> - Cleaning Distributed Store (3.5 m²)</td>
<td>No Asbestos</td>
</tr>
<tr>
<td><strong>B00A - R9007</strong> - Plant (16.82 m²)</td>
<td>No Asbestos</td>
</tr>
<tr>
<td><strong>B00A - R9008</strong> - General Storeroom (10.61 m²)</td>
<td>No Asbestos</td>
</tr>
<tr>
<td><strong>B00A - R9009</strong> - Cleaning Supplies (1.96 m²)</td>
<td>No Asbestos</td>
</tr>
<tr>
<td><strong>B00A - R9010</strong> - Movement (4.96 m²)</td>
<td>No Asbestos</td>
</tr>
<tr>
<td><strong>B00A - R9011</strong> - Movement (25.79 m²)</td>
<td>Recently Modified Space Requires Inspection</td>
</tr>
<tr>
<td>Product</td>
<td>Material Description</td>
</tr>
<tr>
<td>------------------------------</td>
<td>----------------------</td>
</tr>
<tr>
<td>B00B - Other - 2010 - Steel</td>
<td></td>
</tr>
<tr>
<td><strong>Exterior</strong></td>
<td></td>
</tr>
<tr>
<td>Ceiling Voids</td>
<td></td>
</tr>
<tr>
<td>Underfloor Voids</td>
<td></td>
</tr>
<tr>
<td><strong>Interior</strong></td>
<td></td>
</tr>
<tr>
<td>B00B - R0001 - Covered Outdoor Learning Area (214.74 m2)</td>
<td></td>
</tr>
<tr>
<td>No Asbestos</td>
<td></td>
</tr>
</tbody>
</table>
Demountables

There are no Demountable(s) located at this school as per the AMS records as of 30 Nov 2015.
### Listing of Electronic Attachments as of 30/11/2015

There are no asbestos related file attachment(s) for this school.