Asbestos Register

School: Mount Druitt Tutorial Centre

School Code: 0879

Region: Western Sydney

State Electorate: Londonderry

Local Government Area: Blacktown

Register Issue Date: Wednesday, 05 Feb 2014
### Asbestos Register (Hazardous Materials and Risk Assessment) for 0879 Mount Druitt Tutorial Centre

**Initial Survey:** Noel Arnold & Associates  
Monday, 12 May 2008  

**Register Issue Date:** Wednesday, 05 Feb 2014

### 0879 Mount Druitt Tutorial Centre

**Product** | **Material Description** | **Sample No** | **Test Result** | **Extent** | **Location Reference** | **Material Condition** | **Risk Status** | **Control Priority**
--- | --- | --- | --- | --- | --- | --- | --- | ---

**B00J - Other - Regional Use - 1970 - PSFS: Vanderstein**

**Exterior**

No Asbestos

**Interior**

#### R0001 - Machine Storage

- **Ceiling Structures/Linings:** Flat AC Sheeting  
- **Assumed Asbestos:**  
- **Extent:** 14m²  
- **Location Reference:** South  
- **Material Condition:** Good Condition (1)  
- **Risk Status:** Low (1)  
- **Control Priority:** Low Priority (2-3)

#### R0002 - Distribution Board Cupboard

- **Ceiling Structures/Linings:** Flat AC Sheeting  
- **Assumed Asbestos:**  
- **Extent:** 3m²  
- **Location Reference:** Throughout  
- **Material Condition:** Good Condition (1)  
- **Risk Status:** Low (1)  
- **Control Priority:** Low Priority (2-3)

#### R0003 - Cleaning Distributed Store

- **Ceiling Structures/Linings:** Flat AC Sheeting  
- **Assumed Asbestos:**  
- **Extent:** 3m²  
- **Location Reference:** Throughout  
- **Material Condition:** Good Condition (1)  
- **Risk Status:** Low (1)  
- **Control Priority:** Low Priority (2-3)

#### R0004 - Staff Toilet

- **Ceiling Structures/Linings:** Flat AC Sheeting  
- **0879/B00J/R0004/Ceiling Structures/Linings/S3**  
- **Chrysotile (white asbestos):**  
- **Extent:** 4m²  
- **Location Reference:** Throughout  
- **Material Condition:** Good Condition (1)  
- **Risk Status:** Low (1)  
- **Control Priority:** Low Priority (2-3)

#### R0005 - Kitchen

No Asbestos

#### R0006 - Clerical Office

No Asbestos

#### R0007 - Entry Vestibule

No Asbestos

#### R0008 - General Storeroom

No Asbestos

#### R0009 - Interview

No Asbestos

#### R0010 - General Storeroom

No Asbestos
<table>
<thead>
<tr>
<th>Product</th>
<th>Material Description</th>
<th>Sample No</th>
<th>Test Result</th>
<th>Extent</th>
<th>Location Reference</th>
<th>Material Condition</th>
<th>Risk Status</th>
<th>Control Priority</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>R0011 - General Storeroom</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>R0012 - General Storeroom</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Floor Coverings</td>
<td>Vinyl Tiles</td>
<td>0879/B00J/R0012/Floor Coverings</td>
<td>Chrysotile (white asbestos)</td>
<td>3m²</td>
<td>East</td>
<td>Good Condition (1)</td>
<td>Low (1)</td>
<td>Low Priority (2-3)</td>
</tr>
<tr>
<td>Res/Textile</td>
<td></td>
<td>Res/Textile/S2</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>R0013 - Duplicating Workroom</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>R0014 - Clerical Office</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>R0015 - Kitchen</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>R0016 - Clerical Office</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Ceiling Structures/Linings</td>
<td>Flat AC Sheeting</td>
<td>0879/B00J/R0004/Ceiling Structures/Linings/S3</td>
<td>Chrysotile (white asbestos)</td>
<td>34m²</td>
<td>Throughout</td>
<td>Good Condition (1)</td>
<td>Low (1)</td>
<td>Low Priority (2-3)</td>
</tr>
<tr>
<td><strong>R0017 - Movement</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Ceiling Structures/Linings</td>
<td>Flat AC Sheeting</td>
<td>0879/B00J/R0017/Ceiling Structures/Linings/S1</td>
<td>No Asbestos Detected</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>R0018 - Movement</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Ceiling Structures/Linings</td>
<td>Flat AC Sheeting</td>
<td>Assumed Asbestos</td>
<td></td>
<td>93m²</td>
<td>Throughout</td>
<td>Good Condition (1)</td>
<td>Low (1)</td>
<td>Low Priority (2-3)</td>
</tr>
</tbody>
</table>

Register Issue Date: Wednesday, 05 Feb 2014
### Demountables

There are no Demountable(s) located at this school as per the AMS records as of 22 Jan 2014.
### Listing of Electronic Attachments as of 22/01/2014

There are no asbestos related file attachment(s) for this school.