# Asbestos Register

( Hazardous Materials and Risk Assessment )

<table>
<thead>
<tr>
<th>School</th>
<th>Naremburn School (5578)</th>
</tr>
</thead>
<tbody>
<tr>
<td>Region</td>
<td>Northern Sydney</td>
</tr>
<tr>
<td>State Electorate</td>
<td>Willoughby</td>
</tr>
<tr>
<td>Local Government Area</td>
<td>Willoughby</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Initial Survey</th>
<th>Noel Arnold &amp; Associates: 17 - Jan - 2008</th>
</tr>
</thead>
<tbody>
<tr>
<td>Register Issue Date</td>
<td>07 - Dec - 2015</td>
</tr>
</tbody>
</table>

![Site Plan (13188)](image-url)

2015
### B00A - General Learning/Multi Purpose Facilities - 1905 - Brick/Block (Masonry: 1905 - 1920)

#### Exterior

**Eaves Linings**
- Flat AC Sheeting
- Extent: 150m²
- Location: All surfaces
- Material Condition: Good Condition (1)
- Risk Status: Low (1)
- Priority Status: Low Priority (2-3)

- Sample: 5578/B00A/Eaves Linings/S4

- Chrysotile (white asbestos), Amosite (brown asbestos)

**Ceiling Voids**
- Requires Inspection

**Underfloor Voids**
- Requires Inspection

#### Interior

**B00A - R0001 - Special Programs Room (47.62 m²)**
- No Asbestos

**B00A - R0002 - Special Programs Store (4.85 m²)**
- Wall Linings Internal
  - Flat AC Sheeting
  - Location: 5578/B00A/R0011/Wall Linings Internal/S1
- Floor Coverings
  - Res/Textile
  - Vinyl Sheet
  - Location: 5578/B00A/R0014/Floor Coverings Res/Textile/S3

- No Asbestos Detected

**B00A - R0003 - Movement (8.03 m²)**
- Wall Linings Internal
  - Flat AC Sheeting
  - Location: 5578/B00A/R0011/Wall Linings Internal/S1
- Floor Coverings
  - Res/Textile
  - Vinyl Sheet
  - Location: 5578/B00A/R0014/Floor Coverings Res/Textile/S3

- No Asbestos Detected

**B00A - R0004 - P.E. Store (8.29 m²)**
- Floor Coverings
  - Res/Textile
  - Vinyl Sheet
  - Location: 5578/B00A/R0014/Floor Coverings Res/Textile/S3

- No Asbestos Detected

**B00A - R0005 - Interview (12.67 m²)**
- Wall Linings Internal
  - Flat AC Sheeting
  - Location: 5578/B00A/R0011/Wall Linings Internal/S1

- No Asbestos Detected

**B00A - R0009 - Staff Room (42.44 m²)**
- Floor Coverings
  - Res/Textile
  - Vinyl Sheet
  - Location: 5578/B00A/R0014/Floor Coverings Res/Textile/S3

- No Asbestos Detected

**B00A - R0011 - Toilets - Girls (3.35 m²)**
- Wall Linings Internal
  - Flat AC Sheeting
  - Location: 5578/B00A/R0011/Wall Linings Internal/S1

- No Asbestos Detected

**B00A - R0012 - Toilets - Boys (5.69 m²)**
- Wall Linings Internal
  - Flat AC Sheeting
  - Location: 5578/B00A/R0011/Wall Linings Internal/S1

- No Asbestos Detected

**B00A - R0013 - Staff Toilet (7.15 m²)**
- Wall Linings Internal
  - Flat AC Sheeting
  - Location: 5578/B00A/R0011/Wall Linings Internal/S1

- No Asbestos Detected

**B00A - R0014 - Movement (11.07 m²)**
- Wall Linings Internal
  - Flat AC Sheeting
  - Location: 5578/B00A/R0011/Wall Linings Internal/S1

- No Asbestos Detected

**B00A - R0015 - Entry Vestibule (3.04 m²)**
- Floor Coverings
  - Res/Textile
  - Vinyl Sheet
  - Location: 5578/B00A/R0014/Floor Coverings Res/Textile/S3

- No Asbestos

---

Register Issue Date: Monday, 07 Dec 2015

5578 - Naremburn School
<table>
<thead>
<tr>
<th>Product</th>
<th>Material Description</th>
<th>Extent</th>
<th>Location Reference</th>
<th>Material Condition</th>
<th>Risk Status</th>
<th>Control Priority</th>
</tr>
</thead>
<tbody>
<tr>
<td>B00A - R0016 - Home Base - Bd/Cd/Ed (48.04 m2)</td>
<td>Res/Textile Vinyl Sheet</td>
<td>5578/B00A/R0014/Floor Coverings Res/Textile/S3</td>
<td>No Asbestos Detected</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>B00A - R0017 - Home Base - Bd/Cd/Ed (44.07 m2)</td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>B00A - R0018 - Home Base - Bd/Cd/Ed (50.77 m2)</td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>B00A - R0019 - Communal Space (116.29 m2)</td>
<td>Electrical Mounting Board Resinous Board 1Unit North facing, East facing Good Condition (1) Low (1) Low Priority (2-3) Assumed Asbestos -</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>B00A - R0021 - Movement (14.53 m2)</td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>B00A - R0023 - Interview (13.77 m2)</td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>B00A - R0024 - Principal (14.72 m2)</td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>B00A - R0025 - Staff Room (48.58 m2)</td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>B00A - R0026 - Kiln Room (2.42 m2)</td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>B00A - R0027 - Home Base - Bd/Cd/Ed (60.12 m2)</td>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>B00A - R0028 - Reading Area (20.35 m2)</td>
<td>Recently Modified Space Requires Inspection</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>B00A - R0029 - External Movement (9.7 m2)</td>
<td>Recently Modified Space Requires Inspection</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>B00A - R0030 - General Storeroom (1.19 m2)</td>
<td>Recently Modified Space Requires Inspection</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>B00A - R0031 - Withdrawal Space - 1hb (8.1 m2)</td>
<td>Recently Modified Space Requires Inspection</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>B00A - R0032 - Staff Room Annexe (15.24 m2)</td>
<td>Recently Modified Space Requires Inspection</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>B00A - R0033 - Movement (8.87 m2)</td>
<td>Recently Modified Space Requires Inspection</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Product</td>
<td>Material Description</td>
<td>Extent</td>
<td>Location Reference</td>
<td>Material Condition</td>
<td>Risk Status</td>
<td>Control Priority</td>
</tr>
<tr>
<td>-----------------------</td>
<td>----------------------</td>
<td>--------</td>
<td>--------------------</td>
<td>--------------------</td>
<td>-------------</td>
<td>------------------</td>
</tr>
<tr>
<td>B00B - Building Services - 2000 - Metal Shed</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>Exterior</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Ceiling Voids</td>
<td>No Asbestos Found</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Underfloor Voids</td>
<td>Requires Inspection</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>Interior</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>B00B - R0001 - General Storeroom (15.4 m2)</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>No Asbestos</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

Register Issue Date: Monday, 07 Dec 2015
Demountables

There are no Demountable(s) located at this school as per the AMS records as of 30 Nov 2015.
<table>
<thead>
<tr>
<th>Sample No</th>
<th>Control Priority</th>
<th>Test Result</th>
</tr>
</thead>
</table>

**Listing of Electronic Attachments as of 30/11/2015**

There are no asbestos related file attachment(s) for this school.