# Asbestos Register

(Hazardous Materials and Risk Assessment)

<table>
<thead>
<tr>
<th>School</th>
<th>Warrumbungle National Park Environmental Ed Centre (5732)</th>
</tr>
</thead>
<tbody>
<tr>
<td>Region</td>
<td>Western NSW</td>
</tr>
<tr>
<td>State Electorate</td>
<td>Barwon</td>
</tr>
<tr>
<td>Local Government Area</td>
<td>Coonamble</td>
</tr>
</tbody>
</table>

| Initial Survey             | Noel Arnold & Associates : 04 - Apr - 2008                |
| Register Issue Date        | 07 - Dec - 2015                                           |

![Site Plan](image-url)
<table>
<thead>
<tr>
<th>Product</th>
<th>Material Description</th>
<th>Extent</th>
<th>Location Reference</th>
<th>Material Condition</th>
<th>Risk Status</th>
<th>Control Priority</th>
<th>Sample No</th>
<th>Test Result</th>
</tr>
</thead>
<tbody>
<tr>
<td>B00A - Pupil Facilities - 2003 - Timber (PSFS: Kits - MDR)</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**Exterior**

- Ceiling Voids: No Asbestos Found
- Underfloor Voids: Requires Inspection

**Interior**

- **B00A - R0001 - Toilets - Boys (1.95 m²)**
  - Non Accessible
  - Requires Inspection

- **B00A - R0002 - Toilets-Unisex (1.95 m²)**
  - Non Accessible
  - Requires Inspection

- **B00A - R0003 - Staff Toilet (1.95 m²)**
  - Non Accessible
  - Requires Inspection

- **B00A - R0004 - Toilets-Unisex (1.95 m²)**
  - Non Accessible
  - Requires Inspection

- **B00A - R0005 - Toilets-Unisex (1.95 m²)**
  - Non Accessible
  - Requires Inspection

- **B00A - R0006 - Movement (10.53 m²)**
  - Non Accessible
  - Requires Inspection
<table>
<thead>
<tr>
<th>Product</th>
<th>Material Description</th>
<th>Extent</th>
<th>Location Reference</th>
<th>Material Condition</th>
<th>Risk Status</th>
<th>Control Priority</th>
<th>Test Result</th>
</tr>
</thead>
<tbody>
<tr>
<td>B00B - Building Services - 2003 - Steel (Demountable DET Building)</td>
<td><strong>Exterior</strong></td>
<td>Ceiling Voids</td>
<td>No Asbestos Found</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Underfloor Voids</td>
<td>Requires Inspection</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>Interior</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>B00B - R0001 - Garden Store (8.64 m2)</td>
<td></td>
<td>Non Accessible</td>
<td>Requires Inspection</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
## Demountables

Demountable details as per the AMS records as of 30 Nov 2015.

**OS 531 - D10729 - Library : Placement Date - 30/06/1995**

**Exterior**
- Step Treads: Compressed AC Sheet, Assumed Asbestos, 1.08 m²
- Landing: Compressed AC Sheet, Assumed Asbestos, 1.2 m²
- Eave Lining: Flat AC Sheet, Assumed Asbestos, 11.52 m²

**Interior**
- R1 - Entry/classroom
  - End wall panel: Flat AC Sheet, Assumed Asbestos, 18 m²
  - Ceiling: Flat AC Sheet, Assumed Asbestos, 63 m²

- R2 - Reading Area/workroom
  - End wall panel: Flat AC Sheet, Assumed Asbestos, 18 m²
  - Ceiling: Flat AC Sheet, Assumed Asbestos, 10 m²

**OS 522 - D10941 - Staff Study : Placement Date - 30/06/1995**

**Exterior**
- Step Treads: Compressed AC Sheet, Assumed Asbestos, 1.08 m²
- Landing: Compressed AC Sheet, Assumed Asbestos, 1.2 m²
- Eave Lining: Flat AC Sheet, Assumed Asbestos, 5.76 m²

**Interior**
- R1 - Staff Room
  - End wall panel: Flat AC Sheet, Assumed Asbestos, 36 m²
  - Ceiling: Flat AC Sheet, Assumed Asbestos, 36 m²
### Listing of Electronic Attachments as of 30/11/2015

There are no asbestos related file attachment(s) for this school.